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MANUKAU 2163
Accreditation Laboratory Registration Number 385 A
This laboratory is accredited by Intemational Accreditation New Zealand (IANZ). The tests A NATA
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reported herein have been performed in accordance with the terms of our accreditation. This 4 @ V

accreditation does not extend to any opinions or any interpretations of test results contained

in this report.
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JANZ has a Mutual Recognition Arrangement (MRA) with the National Association of Testing Authorities (NATA), Australia,
such that both organizations recognize accreditations by IANZ and NATA as being equivalent. Users of test reports are
recommended to accept test reports in the name of either accrediting body.

Compliance Certificate

Appliance Logaire Atlanta Bay Freestanding [Softwood] Wood Burning Heater
Test Standard AS/INZ32918:2001 Appendix B
Full Report 02/665 The full report contains information on the test methods, details of the
appliance tested, the installation and the results of the test
Flue System 150mm Standard Flue with 1200 mm long Logaire Double Skin Flue Shield
Ceiling Plate SFP standard reflective ceiling plate offset from the ceiling surface by 12mm
Floor Protector Tested without floor protector present. The minimum requirements of
AS2918:2001 clause 3.3.2 apply
Minimum Side with flueshield: 250 mm Without flueshield 280 mm
Clearances Rear with flueshield: 160 mm Without flueshield 400 mm
Corner with flueshield: 50 mm Without flueshield 200 mm
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This report relates only to the product sample tested. Any modifications to the product may invalidate the compliance results.
This report must not be reproduced except in full. Resuits are based on material and information supplied by the client. Applied
Research Services Ltd shall not be liable in respect of any loss or damage (including consequential loss or damage) resulting
from the use of reports prepared by them. Results issued in electronic form are subject to confirmation by issue of final written

report.




